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Background

Clean Buildings Performance Standard compliance is mandatory for Tier 1 buildings located in Washington
state. A Tier 1 building (formerly known as covered commercial building) is a building where the sum of
nonresidential, hotel, motel and dormitory floor areas exceeds 50,000 gross square feet, excluding the parking
garage area.

Energy use intensity targets shall be developed by the qualified person in accordance with Section 7 of the
Clean Buildings Performance Standard (CBPS). Energy use intensity targets are based on building activity
types listed in Table 7-1. Listed building activity types have assigned EUIt available in Table 7-2a. Shift
normalization factors are listed in Table 7-3. Each of these tables are located in Normative Annex Z of the
standard.

Guidance

Building Activity Types

Buildings may have a single building activity type or multiple independent activity types. The CBPS defines
activity types based on the definitions determined by ENERGY STAR Portfolio Manager (ESPM) unless
modified by the footnotes in Table 7-1or as otherwise published by Commerce. These definitions provide a
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https://www.commerce.wa.gov/growing-the-economy/energy/buildings/clean-buildings-performance-standard/
https://apps.leg.wa.gov/wac/default.aspx?cite=194-50-030
https://www.commerce.wa.gov/growing-the-economy/energy/buildings/clean-buildings-performance-standard/
https://apps.leg.wa.gov/wac/default.aspx?cite=194-50-150
https://www.commerce.wa.gov/wp-content/uploads/2022/03/Table-7-2a-and-Definitions.pdf

detailed list of types of space activities/uses included in the development of each building activity type’s EUIt
as noted in the example table below.

Climate | Climate

Building Activity Type Zone 4c | Zone 5b | Clean Buildings Performance Standard Definitions

Portfolio Portfolio Climate | Climate

No. | Manager Manager Notes Property Definition
Types Sub-Types Zone 4c | Zone 5b

Adult Education refers to building used primarily for
providing adult students with continuing education,
workforce development, or professional development
outside of the college or university setting. Gross

3 Floor Area should include all space within the
49 51 building(s), including classrooms, administrative
. Adult .
Education Education space, conference rooms, kitchen used by staff,

lobbies, cafeterias, auditoriums, stairways, atriums,
elevator shafts and storage areas.

The qualified person shall determine the EUIt according to Section 7.2.2 for single-type/activity buildings and
Section 7.2.3 for mixed-use buildings, and shall document using the Clean Buildings Portal. Commerce has
also created an EUIt calculator that can assist users when determining a buildings EUIt outside of the Clean
Buildings Portal. The link to the EUIt calculator is available on the How to Comply page.

Buildings with multiple unique building activity types may develop an area weighted EUIt in accordance with
section 7.2.3, Energy targets for buildings with multiple activities. Exceptions may apply for buildings with
spaces that do not have an assigned EUIt in Table 7-2a and activity types not included in table 7-1.

Exceptions to 7.2.3 include the following and are not addressed in any further detail in this document:

1. Spaces where more than 75% of the gross floor area has a single building activity listed in Table 7-1
can be reported as a single-use building or a multi-use building.

2. Spaces less than 10% of the gross floor area with building activity listed in Table 7-1 can combine their
floor area with the floor area within the building that has a similar building activity and similar EUIt.

3. Spaces in buildings with multiple activities that are not listed in Table 7-1 and have a total combined
area comprising less than 10% of the building gross floor area can be excluded from building energy
target calculations if the energy use of such space is metered separately.

4. Spaces in buildings with multiple activities that are not listed in Table 7-1 and have a total combined
area comprising less than 50% of the building gross floor area can be excluded from building energy
target calculations if the energy use of such space is metered.
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https://www.commerce.wa.gov/growing-the-economy/energy/buildings/how-to-comply/

The Process

1. Calculate the building’s gross floor area (GFA). The GFA is the total number of square feet measured
between the exterior surfaces of fixed walls of a building enclosing conditioned space, including all
supporting functions such as offices, lobbies, restrooms, equipment, storage areas, mechanical rooms,
break rooms and elevator shafts. Gross floor area does not include parking garages or outside bays and
docks.

2. Determine if the building or a portion of the building is exempt or meets one of the exceptions of Section
7.2.3. See Normative Annex Z4.1 or see the exemption guide sheet for further detail.

3. Select building activity type(s) as defined by the ENERGY STAR Portfolio Manager (ESPM) or as otherwise
published by Commerce and associate with appropriate GFA as determined in step 1.

Note: If a building’s activity type is not found or is not applicable to anything listed definitions published by
Commerce, the building will not be able develop an EUIt unless one of the exceptions to Section 7.2.3 is met.
Buildings unable to develop an EUIt shall pursue compliance with the CBPS in accordance with the investment
criteria performance metric.

4. Determine the building operating shifts normalization factors for each building activity type listed in Table
7-3 of Normative Annex Z. See notes to Table 7-3 for details.

5. Determine the EUIt using data developed in steps 1-4 of this document and document through the Clean
Buildings Portal.

Note: More recently built buildings, in addition to the requirements of Section 7.2.1, shall create a second EUIt
that is 15% less than the target developed for compliance with Section 7.2.1. This shall be the building’s EUIL.

Example Calculation

Climate Zone | 4C

Gross Floor Area | 100,000
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Restaurant | 25,000 0.25 361 51t0167 | 1.1 99 84.4

Financial Office | 25,000 0.25 69 50orless | 0.8 14 11.7

Retail | 35,000 0.30 68 50o0rless | 0.8 12 10.4

Office (Admin/Professional
Office) | 20,000 0.20 63 50 orless | 0.8 10 8.6
Building Total | 100,000 1 135.4 115.1

If you have questions on how to determine your EUIt, please complete the Customer Support Form.
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https://apps.leg.wa.gov/wac/default.aspx?cite=194-50-070
https://apps.leg.wa.gov/wac/default.aspx?cite=194-50-070
https://www.commerce.wa.gov/wp-content/uploads/2021/03/Exemption-Checklist-1.pdf
https://www.energystar.gov/buildings/benchmark?s=mega
https://app.smartsheet.com/b/form/2ab4ee9bbd8d44e7b2af62aa5dfc717f
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